
DRINKING FOUNTAIN TAP /
BUBBLER ASSEMBLY.BACKFLOW
CHECK VALVE REQUIRED.

STAINLESS STEEL
FABRICATED DRINKING
FOUNTAIN

PUSH BUTTON BOTTLE FILL
TAP. BACKFLOW CHECK VALVE
REQUIRED.

GALVANISED RAG
BOLTS CONCRETE

CONCRETE DRAIN

STORM WATER Ø50

STAINLESS STEEL GRATE
PAVING

SAND BED

STAINLESS STEEL DRAIN
SURROUND WELDED TO
FOUNTAIN BODY

1.2m LONG 0.8m
WIDE & 0.6m DEEP
25MPA CONCRETE
FOOTING
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GATE VALVE
PLACED ADJACENT
TO DRINK FOUNTAIN
FOR SHUTTING OFF
WATER SUPPLY
WITH 580mm SQ
CAST IRON PIT
COVER

WATER
SUPPLY LINE
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Drinking Fountains

Standard Drinking Fountain
with Bottle Fill
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