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TRUNK SERVICES SEWER OR POWER WATER GAS COMMS WESTERN
OR STORMWATER © STORMWATER (LOCAL POLES, POWER
AUTHORITY) TREES,
STREET INSTALL NEW COMMUNICATION
LIGHTS CONDUITS IN PREFERRED
L 600-1200mm ALIGNMENT
INSTALL NEW POWER/LIGHTING CONDUITS IN
PREFERRED 2400-3000mm ALIGNMENT
NOT TO SCALE

NOTE: VERIFY AND CONFIRM FINAL SERVICE ALIGNMENT ONSITE WITH THE CITY OF PERTH
PRIOR TO COMMENCEMENT OF WORK

WHERE EXISTING CITY OF PERTH

COMMUNICATION CONDUITS ARE
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LOOPING INTO POLE
BASE VIA LARGE
SWEEP BENDS
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FACE OF KERB

TYPICAL PIT AND CONDUIT DETAIL

NOT TO SCALE
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[=—— TYPICAL 700mm SETBACK FROM
FACE OF POLE TO FACE OF KERB
UNLESS SHOWN OTHERWISE

700mm

NOTE: CONFIRM FINAL SERVICE ALIGNMENT ONSITE WITH THE CITY OF PERTH PRIOR TO

COMMENCEMENT

OF WORK
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This document has been prepared by The City of Perth and is subject to change. It is the responsibility of the user to ensure that
this Design and Construction Note has no further revisions by checking at https://www.perth.wa.gov.au
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